
Generators Hours for 2013 

Generators 
No. 

Weekly Testing 
Hours + 

Power Service 
Failure + 

Maintenance 
Operations = 

Total 
Hours 

Comments 

G-1 34.9 1.6 2.3 38.8  
G-2 34.9 1.5 .1 36.5  
G-3 35.1 1.1 .1 36.3  
G-4 35.3 1.2  36.5  
G-5 34.8 1.1  35.9  
G-6 35.0 .5  35.5  
G-7 36.2 3.3 2.8 42.3  
G-8 34.6 .4  35.0  
G-9 35.5 .1  35.6  

G-10 35.4 .6 .8 36.8  
G-11 35.4 1.1  36.5  
G-12 51.1  2.4 53.5  
G-13 33.1 .3 3 36.4  
G-14 33.2 .4 4 37.6  
G-15 37.6 .3 .1 38.0  
G-16 33.93  2.1 36.03  
G17 34.02  2.1 36.12  
G18 33.7  2.3 36.0  
G19 33.84  2.13 35.97  
G-20 35.4  .2 35.6  
G-21 35.2  .1 35.3  
G-22 34.9 .7  35.6  
G-23     Installed in March, 2014 
G-24     Installed in  April, 2014 
G-25     Installed in June, 2014 
FM-1 41.0 2.2 2.1 45.3  

      
      
      

 


